NOTE:

PLACE A #6 AWG INSULATED GROUND APPlicable TO SERVE SPECIFIC REQUIREMENTS PER THE SCHOOL.

GROUND ALL CONDUITS TO TGB.

ALL GROUNDING WIRE IS TO BE GREEN IN COLOR VIA MANUFACTURERS WIRE JACKET. (COLOR TAPE IS NOT ALLOWED)

KEYED NOTES:

1. GROUNDING BUSHINGS WITH INSULATED LINER
2. 2" X 1/4" X 12" WALL MOUNTED TGB
3. #6 AWG INSULATED GROUND TO CONDUIT’S GROUNDING BUSHING
4. PLACE A #6 AWG SIZED INSULATED GROUND WIRE TO THE IDF PANEL EQUIPMENT GROUND
5. #6 AWG INSULATED GROUND TO COMMUNICATIONS CABLE PROTECTOR BLOCK