ENCLOSURE CABINET

TYPICAL CONCENTRATOR

INFRASTRUCTURE STANDARDS

INFORMATION TECHNOLOGY SERVICES

CAPITAL IMPROVEMENT PROGRAM

CHICAGO PUBLIC SCHOOLS

NOTES:

1. Enclosure shown is for a typical classroom, computer labs.

2. Front of enclosure shall be accessible and unobstructed by other building elements. Provide enclosure sign on front of building. Do not obstruct access. Source to be permanently affixed to the front of the enclosure.

3. Enclosures shall be vented on side panels to provide air circulation through the enclosure. Tops of enclosures shall have no vents.

4. The cover of the enclosure shall be vented. The door shall be provided with a lock and key.

5. For equipment layout in various enclosures, see sheet numbers.

6. Contractor to provide & install documents to be related to concentrator device. Documents to be stored in document pouch.

7. Enclosures will always be installed with louver openings facing downward.

8. Concentrator is feeding.

9. Concentrator cannot be on the list of rooms, the location in the building.

10. ALL ENCLOSURES TO BE TURNED 90 DEGREES.