FOR CONCENTRATOR

Typical Grounding Application

Infrastructures Standards

Capital Improvement Program

Chicago Public Schools

Key Notes:

1. 2 Lug Ground Bar. Actual Mounting Location of Ground Bar is on Side Wall.

2. #6 AWG Insulated Ground Wire (Green) to the ALT. Circuit (AC) Outlet.

3. #6 AWG Insulated Ground Wire (Green) to the Enclosure and Door.

4. Equipment Ground Wire from the Panel providing Service.

Inside of Electrical Box

Ground Screw

Enclosure Lug

Ground Lug