COVER PLATES
2. USE ONLY METAL (OVER LAPPING) RACETRAY
MOUNTED BETWEEN 18" TO 20" OFF THE FLOOR.

NOTES:

1. CENTER DEVICES AT 18" OFF THE FLOOR.
   IF A

CEILING LINE
40100 ENTRANCE END FITTING
FLOOR
40100 ENTRANCE END FITTING
4000 SERIES SURFACE MOUNTED METAL RACETRAY
4047 DEVICE BRACKET
4048 DUPLEX RECEPTACLE
4010B BLANK END
4000 SERIES SURFACE MOUNTED METAL RACETRAY

FOR TO COORDINATE AND RESOLVE ANY CONFLICTS