RECEPTACES

1. EACH RECEPTACLE SHALL BE MOUNTED GROUND
   DOWN.

\[\text{NOTES:}\]
- GREEN #12 THHN
- GREEN #12 THHN STRANDED WITH YELLOW TRACER
- BLACK, RED, OR BLUE #12 THHN STRANDED
- WHITE #12 THHN STRANDED

2. WHEN USING A 1/2" RASPED INDUSTRIAL COVER.

3. PER CPS SPECIFICATIONS, ALL WIRE WILL HAVE
   THHN INSULATION.

4. WIRE GAUGE / SIZE WILL BE DETERMINED BY THE
   CITY OF CHICAGO CODE.