LINE SHARING SWITCH LOCATED
IN TELE/MDF ROOM.
SEE NOTE 3.
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NOTES:

1. LEAVE 18" OF SLACK CABLE AT EACH OUTLET LOCATION.

2. ELECTRICAL METERS SHALL BE INSTALLED IN SWITCHBOARDS REFER TO ELECTRICAL RISER DIAGRAM.

3. COMED SHALL PROVIDE REQUIRED STANDARDS FOR LINE SHARING SWITCH. v
4. A VOICE OUTLET IS REQUIRED FOR EACH UTILITY SERVICE METER.
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GAS METER

FIRE_PUMP

WIRE BACK TO MDF 110 BLOCK. M

RJ11 JACK (TYP)

M™~_NEMA 3R ENCLOSURE
HOFFMAN NO. A—BR64HC12
OR EQUAL (TYPICAL)

CHICAGO PUBLIC SCHOOLS
CAPITAL IMPROVEMENT PROGRAM
INFORMATION TECHNOLOGY SERVICES

INFRASTRUCTURE STANDARDS

AUTOMATIC METER READER
OUTLET SCHEMATIC DIAGRAM
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